NOTE:
CORE DRILL NOT LESS THAN 2" DIAMETER NOR GREATER THAN 3" OPENING INTO CONCRETE SLAB AND SET RAILING SUPPORTS INTO NONSHRINK NONMETALLIC GROUT.

3'-0"
MINIMUM CLEARANCE
FOR RAMPS

TYPICAL HANDRAIL

4" CONCRETE RAMP SLAB WITH FIBERMESH OVER BASEROCK FILL

#4 BARS AT 2'-0" O.C.

#4 BARS CONTINUOUS TO STOP BETWEEN RAIL SUPPORTS

#4 BARS AT 2'-0" O.C.

#4 BARS CONTINUOUS AT 1'-0" O.C.

1/2" EXPANSION JOINT

WALK OR RAMPS

#4 BARS CONTINUOUS WITH #3 TIES AT 2'-0" O.C.

ADA RAMP WITH FOOTINGS

SCALE: 1" = 1'-0"